FLOW CHART: Eyewash Station Inspection

REINSPECT AFTER REPAIR

Begin Eyewash Inspection

Is signage “Emergency Eyewash” present?

NO

Obtain and post signage

YES

Is it obstructed?

NO

Clear obstruction and notify lab members not to obstruct

YES

Is eyewash being flushed? Is check sheet up to date and no brown water?

NO

Distribute check sheet and fact sheet

YES

Is water pressure appropriate?

NO

Submit Service Wave

YES

Do all nozzle heads have even pressure?

NO

Record date of inspection on check sheet

YES

Drains well enough to run for 15 minutes?

Repeat following week

NO